
TABLE 1 LEGEND QTY. 
XXXXX SAMPLE NUMBER 

• SAMPLE LOCATION NUMBER 

•:xxxxx POSITlVE SAMPLE NUNBER 

-··- EXTERIOR WHITl: PAINT 

® WINDOW GLAZING 

@) OVERHEAD DOOR 

9x9 FLOOR TILE· GREEN, BROWN, WHITE, GREY 

9x9 FLOOR TILE MASTIC 

12x12 FLOOR TILE· GREEN, BROWN, WHITl:, RED, BLACK, TAN 

12x12 FLOOR TILE MASTIC 

LINOLEUM 

2x2 CEILING TILES 

I 81,000 S.F. 

685 S.F! 
I 

--- THERMAL SYSTEM INSULATION LARGE AND SMALL DIAMETER I 
PIPE FJTTINGS 0 

TRANSrn: WAU. PANEL QUANTITIES I 
1-----+-----------------------t LISTEDBY = ~~ 

lSD3J TRANSfTE CEILING DRAWINGS 
1--@-H--1--TRAN--S- ITl:_ H_O_O_D _______________ _, ~=1~6THRU 

® PANEL ADHESIVE BOILER ROOM 
1-- --1--------------------- ---1 ANDCOMPRESSOR 1 

© LAB COUNTERTOP ROOM QUANT1TIES I 
LISTED SEPARATELY I 

@ SINK SOUND COAT 

i888J VERMICULITE 

@ BLACK SEALANT 

--- 4" BLACK COVE BASE AND MASTIC 

WHITE CEILING PAINT 

INTERIOR SILVER PAINT 

EXTERIOR GALBESTOS SIDING 

® GREEN WALL PAINT 

0 JOINT COMPOUND 

DEBRIS 

DUCT I TANK INSULATION 

TABLE 2 LEGEND QTY. 
BOILER ROOM 

DUCT I TANK INSULATION 15,000 S.F.
1 

0 PIPE FITTINGS 50EACH
1 

/'../'V'.. SILVER PAINT ON BOILERS I BeAMS 6,500 S.F. 

••• THERMAL SYSTEM INSULATION LARGE AND SMALL DIAMETER 900LF. 

® WINDOW GLAZJNG LISTED JN TABLE 1' 

COMPRESSOR ROOM 

••• THERMAi. SYSTEM INSULATION LARGE AND SMALL DIAMETER 1,300LF.I 

0 PIPE FllTINGS JN COMPRESSOR ROOM 55EACHi 

® WINDOW GLAZING LISTED JN TABLE 1: 

' 

TABLE 3 LEGEND QTY. I 
ROOF I 

I ..... PERIMETER FLASHING /TAR I 

@ CAPSTONE CAULK I 

® TAR/FACEBOARD 

~ 
' 

BUILT UP ROOFING 

111;a PITCH 

® VAPOR BARRIER UNDER COPING STONES QUANTTTJES 

~ 
LISTED ON 

VAPOR BARRER ASB111 
I 

® PENETRATION TAR I 

® SHINGLES I 

~ TOP HOT MOP 

~ DUCT TAR 

CD TAR COATING 

m PAINT COATING ON PARAPIT ROOFS 

TABLE OF CONTENTS 

ASB101 

ASB103 

ASB104 

FIRST FLOOR -STRAINED FOOD BUILDING· RETORT AREA AND FJUJNG ROOM 
BULDINGS • #4, #20, #35, #36, #60, #66 AND #68 

FIRST FLOOR· PARTIAL PLANT LAYOUT 
BUILDINGS -#3, #4, #5, llfl, lf7, #8, #15, #16, #17, #23AND #60 

FIRST FLOOR· PARTIAL Pl.ANT LAYOUT 
BUILDINOS·#4, #21,#25, 1137, #47 AND/165 

SECOND FLOOR· PARTIAL PLANT LAYOUT 
BUILDINGS -113, #4, #5,116, #7, #8, #15, #16, #17, #23 AND #60 

ASB105 SECOND FLOOR· STRAINED FOOD BUILDING 
BUILDINGS· #4, 117, #20, #'J2, 135, #36, #60 AND #66 

ASB106 SECOND FLOOR· PARTIAL PLANT LAYOUT 
BUILDINGS· #17, #19, #21, #47 AND #65 

ASB107 THIRD FLOOR · PARTIAL PLANT LAYOUT 
BUILDJNGS-#3, #4, #5, 116, 117, #8, #15, #16, #17, #19, #21, #23AND#60 

ASB108 THIRD FLOOR - STRAINED FOOD BUILDING 
BUILDINGS· #4, lf7, #'JD, #22, 1135, #36, #60 AND #66 

ASB109 FOURTH FLOOR- PARTIAL PLANT LAYOUT 
BUILDINGS ·#3. #4, #5, 116, #7, #15, #16, #17, #23 AND#60 

ASB110 FOURTH FLOOR· STRAINED FOOD BUILDING 
BUILDINGS· lf7, #20, #22, #35, 1136, #60 AND 1166 

ASB 111 ROOF PLAN 

AlillOMPfIONS AND LIMITATIONS 

• AMBlllNTS SELllCllON OF SAMPLE LOCATIONS AND FR1!QUl!NCY OF SAMPLING WAS BASl!D 
ON DBSHRVATIONS AND THBASSUMPTIONTHATLIKI! MATllRJALS INTHB SAMB ARBA ARB 
HOMOGllNl!OUS IN CONTENT. 

• NO PROCllSS EQUIPMl!NT WAS lNSPECTllD AS PART OF THIS BUILDING SURVEY. PROCESS 
EQUIPMENT MAY CONTAIN ASBBSTOS. 

• NO l!LECTRICALEQUIPMBNT, WIRING, OR0'111ERELBCTRICAL COMPONENTS WBRB 
INSP.ECI1lD AS THBBUILDING l'OWBR. WAS LIVE AT THB TIME OF THB SURVEY. THESE 
SYSTBMSMA.Y CONTAIN ASllESIOS. 

• THE INSIDE OF DUCTWORK, PIPING, BOILERS, AND OTHER BUILDING MECHANICAL SYSTEMS 
WERE NOT INSPl!Cl1!D AS THESE SYSTEMS ARB OPERATIONAL AND INAOCESSIBLEAND 
COMPLETE DESTRUCTION OR DISASSEMBLY IS REQUIRED TO GAIN ACCESS. THESEITEMSMA.Y 
CONI'.il!N ASBESTOS. 

• AMBIBNTPERSONNELDIDNOTEN11!R.LABELEDCONFINEDSPACESASPARTOFTHISSURVEY. 
EFFORTS WERE MADE TO OBSHRVE THBCONTl!NTS OF CONFINED SPACES BUT THESEARE.4S 
MA.YCONT.il!N ADDmONALASBESTOS. THERE ARB AREAS OF THE STRUCI'URl!S TIIAT ARB NOT 
SAFE TO ENTER SUCH AS THEBASllMllNTUNDBR THE STRAINBD FOOD PROCBSSING FLOOR. 

• THE CORING OF SOLID WALLS, FLOORS, CEILINGS, ROOF DECKS,AND OTHER SOLID SURFACllS 
WAS NOT IN THE SCOPE OF WORK AND WAS NOT PERFORMED AS PART OFTHIS SURVEY. 
ASBESTOS MAYBE FOUND WITHIN OR BEHIND THESE SURFACES UPON DEMOLmON. 
AMBIBNTDID NOT PERFORM DEMOLITION TO ACCESS INTERSTITIAL SPACES. 

• AMBIBNTDID NOT INSPECT ANY EXTERIORARBAS BELOW GRADE. FOUNDATION SEALERS, 
BTJRIEDPIPING, AND 0'111ERITBMS MAY EXIST BELOW GRADE Jll'HICil M.l.YCONT.il!N ASBESTOS. 

• VAULTDOORS, WAU.S,FLOORS,ANDCEILINGSWERENOTDRILLEDORDAMAGEDASPART 
OFTHIS SURVEY. THESEDOORSMA.YORMA.YNOTCONI'AIN.4SBESIOS. 

• THEEXTl!IUORCOATINGHASBEENFOUNDUNDERCAPSTONES,ALUMINUMPARAPBTWAIL 
CAPS, AND IN OTHER CONCEALED SPACES. THIS MATl!RIAL IS IN NON-FRIABLE CONDmON 
ON MUCH OF TllB STRUCI'Ulll! BUTIS DAMAGBD AND FRIABLE IN OTHERARBAS SUCH AS AT 
ROOF LEVEL WHEREEXTENSIVEWEATHERINGHASOOCURRED. THISMATERIALMAYEXIST 
ON TllBINTERIORAS WEIL IN AREAS WHERE ADDITIONS HA VE BEEN CONSTRUC11!D AND 
THE FORMER EXTERIOR WAIL IS NOW ANINTERIOR WALL. 

• SOME ASBESTOS CONTAINING MA11!RIALS SUCH AS FLOOR TILE IS LOCATED UNDER 
ADDIDONAL LAYl!Rll OF FLOORING, CARPJmNO, OR OTHERMATl!RIALS. THE CONTRACTOR 
OR OTHER USER IS ADVISED TO PHYSICALLY INSPECTTllB AREAS TO BE REMOVED, TO BE BID 
FOR REMOVAL, OR FOR ANY OTHER PURPOSE. 

• FLOOR LEVELERS, SEAM Sl!ALllRS, ADllESIVES, CONCRETE SEALERS AND OTHER MATERIALS 
BELOW FLOORING LAYERS MAY EXIST. THB LIMITED DESTRUCTIVE NATURE OF SAMPLING 
MAY NOT HAVE DISCOVERED THESE MATERIALS AS ONLY SMAIL AREAS OF LAl«lB 
EXPANSES OF FLOORING ARE ACCESSED. THB REMOVAL OF FLOORING AND MASTICS IS TO 
INCLUDE THB REMOVAL OF THESE ITEMS AS WEILAND AIL OTHER MATllRJALS DOWN TO 
THE CONCRETE SUBSTRATE. 

• VERMICUU11l INSULATION WAS FOUND IN AN AREA OF THE PLANT AS IDEN llFIED ON THE 
A1TACHBD DRAWINGS. THIS MATERIAL WAS NOT DISCOVERED IN OTHER.AREAS OFTHB 
PLANT BUT MAY HAVE BEEN SPORADICAILY APPLIED IN SUCH AREAS AS THE INSIDE OF 
CHASES, INSIDE THB CAVITIES OF BLOCK. WALLS, DUCT PENETRATIONS, OR OTHBRARBAS. 
CURRBNTI.Y, Tlll!lU! IS NO APPROVED ANALYTICAL METHOOOl.OOY TO CONFIRM 
VERMICULITE AS NON ASBESTOS, THEREFORE IT AUTOMATICALLY HAS TO BE CONSIDHRED 
TOBECONTAMINATEDWIIUASBESTOSINNEWYORKSTATE,ANDIFENCOUNTEREDDURING 
DEMOLITION MUST BE HANDLED AS AN ASBESTOS CONTAINING MATERIAL. 

• TllEREARB SOMEARBAS OFTBB PLANTTIIATWERI! INACCESSIBLE TO THEINSPECI10N 
TEAM. THESE AREAS MA.Y CONTAIN ASBESTOS CONI'.ilINING M.l.1'Elll.tlLi Ml!ASURES HA VE BEEN 
TAKENTOIDBNTIFYCONCEALBD,INACCESSIBLEAREASTHATMAYCONTAINASBESTOS 
MATERIALS SUCH AS WETWALLS, VAULTS, ETC. 

• ALL ASBESTOS LOCATIONS ON DRAWINGS ARB APPROXIMATE AND AIL QUANTITll!S ARB 
ESTIMATED. ANY CONTRACTOR OR OTHER USER OF THIS REPORT IS REQUIRED TO 
PHYSICAILY CONFIRM THE QUANTITil!S OF MATERIALS TO BE REMOVED, TO BE BID FOR 
REMOVAL, OR FOR ANY OTHER PURPOSE. CONTRACTORS ARB RESPONSIBLE TO PHYSICALLY 
VISIT THB SITE AND CONFIRMAIL QUANTITIIlS FOR BIDDING PURPOSES. 
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LEGEND - SEE 1/ASB101 QTY. LEGEND - SEE 2/ASB101 (lUNNELS 1 8: 2) 

)()()()()( SAMPLE NUMBER NIA )()()()()( SAMPLE NUMBER 

• SAMPLE LOCATION NUMBER NIA • SAMPLE LOCATION NUMBER 

·xxxxx POSITIVE SAMPLE NUMBER NIA )()()()()( POSITIVE SAMPLE NUMBER 

-··- EXTERIOR WHITE PAINT SEE NOTE 1 ••• THERMAL SYSTEM INSULATION LARGE AND SMALL DIAMETER 

••• TiiERMAL SYSTEM INSULATION LARGE AND SMALL DIAMETER 100LF. 0 PIPE FITTINGS 

0 PIPE FrrllNGS 4 EACH EXTERIOR GAl..BESTOS SIDING 

I·:::::::·:·:: I DEBRIS 120S.F. 

DUCT / TANK INSULATION 375S.F. 

NOlES 

1. SEE ASB100 FOR lOTAL QUANTITIES 

2. TiiE QUANTITIES LISTED ABOVE ARE ESTIMATES OF TiiE ASBESTOS 
CONTAINING MATERIALS PRESENT IN TiiE AREAS ON THIS DRAWING. 

SEE SHEET 2/ASB 101 
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LEGEND· SEE 3/ASB101 (lUNNELS 3 & 4) 

J()()()()( SAMPLE NUMBER 

• SAMPLE LOCATION NUMBER 

)()()()()( POSITTVE SAMPLE NUMBER 

••• TiiERMAL SYSTEM INSULATION LARGE AND SMALL DIAMETER 

0 PIPE FITTINGS 

1:·: · :: I DEBRIS 

EXTERIOR GALBESTOS SIDING -··- EXTERIOR WHITE PAINT 

SEE SHEET 3/ASB 101 
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009-01 
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LEGEND 

xiop<X SAMPLE f'llMBER 

• SAMPLE LOCATION NUMBER 

")()()()()( POSITIVE SAMPLE NUMBER 
I -·:·- EXlERlOR WHITE PAINT 

(1) GREY PAINT ON DOOR 

® WINDOW GLAZING 

~ 9x9 FLOOR TILE - GREEN, BROWN, WHITE, GREY 

® 9x9 FLOOR TILE BOXED UP IN CABINET 

w 9x9 FLOOR TILE MASTIC 

~ 12x12 FLOOR TILE-GREEN, BROWN, WHITE, RED, BLACK, TAN 

••• I 
THERMAL SYSTEM INSULATION LARGE AND SMALL DIAMETER 

I 
PIPE FITTINGS ~ 

I BOILER ROOM 

I 
DUCT I TANK INSUl.ATION 

I 
PIPE FITTINGS 0 

I 
SILVER PAINT ON BOILERS /BEAMS ~ 

·'I'· THERMAL SYSTEM INSULATION LARGE AND SMALL DIAMETER 

® WINDOW GLAZING 

COMPRESSOR ROOM 
•111• I 

lliERMAL SYSTEM INSULATION LARGE AND SMALL DIAMETER 

~ PIPE FITTINGS IN COMPRESSOR ROOM 

® WINDOW GLAZING 

NOJs 

~SEE ASB100 FOR TOTAL QUANTITIES 

2. lliE QUANTITIES LISTED ABOVE ARE ESTIMATES OF lliE ASBESTOS 
CONT~!t'f' MATERIALS PRESENT IN THE AREAS ON llilS DRAWING. 
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